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Intertek Testing Services
Caleb Brett

REPORT OF ANALYSIS

Vessel Floridz :

Port/Terminat Sprague, Bucksport, Maine

Client Refirence

Oner Reference 2003-0051

Drate Sample Taken 02/10/03

Date Submitted Q2/10/03

Dsite Tested Q2711403

Sample Designated a5 No. 6 Fuel Ol

Drzwn By Intertek Testing Servions Caleh Breit
Representing Shore tank 3 after dischargs

Lab Referenos Number 3051ACT3

Test Method Results Unity
Gravity ASTM D 4052 137 APl @ 60F
Flash Point ASTM D Y3B 2084 19 F/C
Viscosity & 122F ASTM D 4452161 1152 71555 cSt/SFS
Pour Poing ASTM D 97 +32 10 FIC
Water by Distilation ASTM D 958 8.30 Ya Volume
Sediment by Extraction ASTM D 473 801 :
Saker ASTM D 420492 8466 %% Weight
Ash - ASTM D 482 048 % Weight
Nitrogen, Chemiluminescence ASTM D 5762 630 % Weight
Vanadium, Organic Ditution  ASTM 1) 58638 B2 myg/kg
Sodinm, Crganic Ditution ASTM D 58838 7 mglkg
Heat of Combustion ASTM D 240 18,482 BT ssound
Heat of Combustion Conversion 148,999 BTUsgallon
Asphaltenes ) 143 365 Yo Weight
Conradson Carbon Residoe  ASTM D 189 10.6 %% Weight
ITS/Caleb Brest
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TED
THE ATTACHED CERTIFICATE REPRESENTS THE PRODUCT INSPEC
BY THE INSPECTION SERVICE ON THEDATE STATEDONTHE
CERTIFICATE IN THE TANK STATED BY THE INSPECTION SERVICE. SFRAGL
REPRESENTS THAT ANY PRODUCT IT MAY SELL AT THE RACK 144 D
FROM SUCH INSPECTION CERTIFICATE BUT SUCH PRODUCTSHAIL.
MEEY THE SPECIFICATIONS AS MAY BE PEQUIRED BY ANY AFPLIZAS
REGULATIONS WITHIN THE STATE THAT THE PRODUCT 15 SCLD.




